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TABLE 4. Summary of Effluent and Diluent Characteristics.
Warner Village WWTF Effluent Biomonitoring Evaluation. July 2012.

PARAMETER UNIT EFFLUENT RECEIVING WATER
Specific Conductivity pmhos/cm 616 124

pH SuU 7.45 7.03
Total Residual Chlorine  mg/L <0.02 -
Alkalinity mg/L 79 13
Ammonia mg/L 0.1 <0.1
Hardness mg/L 110 16
Total Solids mg/L 380 58
Total Suspended Solids mg/L <2.5 <2.5
Total Dissolved Solids mg/L 390 61
Total Organic Carbon mg/L 8.4 8.3
Aluminum, Total mg/L <0.02 0.03
Cadmium, Total mg/L <0.0005 <0.0005
Calcium, Total mg/L 29 4.5
Chromium, Total mg/L <0.002 <0.002
Copper, Total mg/L 0.033 0.004
Lead, Total mg/L 0.0007 <0.0005
Magnesium, Total mg/L 11 0.72
Nickel, Total mg/L 0.003 <0.002
Zinc, Total mg/L 0.069 0.002

Additional water quality data are provided in Appendix A.
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